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Date:			November 19, 2015
Project Name:	Washington Place Hotel-Mechanical
Permit #:		M15-0070
Plan Reviewer:	KC Ellis, Plans Examiner	206-431-3670

The Building Division conducted a plan review on the subject permit application.  Please address the following comments in an itemized format with revised plans, specifications and/or other applicable documentation. 

(GENERAL NOTE)
PLAN SUBMITTALS: (Min. size 11x17 to maximum size of 24x36; all sheets shall be the same size. New revised plan sheets shall be the same size sheets as those previously submitted.)
 (If applicable) “STAMP AND SIGNATURES” “Every page of a plan set must contain the seal/stamp, signature of the licensee(s) who prepared or who had direct supervision over the preparation of the work, and date of signature. Specifications that are prepared by or under the direct supervision of a licensee shall contain the seal/stamp, signature of the licensee and the date of signature. If the “specifications” prepared by a licensee are a portion of a bound specification document that contains specifications other than that of an engineering or land surveying nature, the licensee need only seal/stamp that portion or portions of the documents for which the licensee is responsible.” It shall not be required to have each page of “specifications” to be stamped and signed. [Electronic copies shall not be approved.] (WAC 196-23-010 & 196-23-020).
(BUILDING REVIEW NOTES)

75.  Provide hoistway venting details per IBC section 3004.
76.  Identify the elevator machine room venting and details per IBC 3006.2.
77.  Clarify the elevator machine room pressurization per IBC 3006.3.  Provide details.
78.
79.
[bookmark: _GoBack]80.  Provide an engineering detail for seismic zone D2 structure attachment for mechanical equipment such as roof top HVAC, dehumidifies, pressurization fans, energy recovery ventilators, and hydronic pumps and expansion tanks.
82.  Provide smoke control plans and details by separate permit.  Deferred submittal not approved.
83.  Provide fire/smoke damper details for shaft penetrations, fire barrier wall penetrations and/or any fire rated floor/ceiling assemblies.
84.  Clarify details and info for the attached NREC plan review.
85.  Kitchen cook line and other details are by separate TI permit.
90.  Provide commissioning and balancing report details for the common 1st floor and 2nd floor areas and the 19th floor Lounge areas.  Include commissioning details for the hydronic systems and water heating service per WSEC section C408.
91.  Identify the location/intake of fresh air quantities for the apartment and hotel room corridors per IMC Table 403.4.
92.  Provide a mechanical general notes sheet.
93.  Clarify the combustion air details for the gas fired boilers.
94.  Provide Washington State Boiler Inspection and Permits for the boilers.
95.  Clarify the ERV exhaust duct termination from OSA intakes a minimum of 10’.
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